
















































































































































































































































































































































































AIR HANDLING UNIT/FAN COIL UNIT SCHEDULE 
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UNIT NO UNIT TYPE LOCATION Cl) CD t- m U) 0 (.) u. z w w c., .... c., II. c., (.) t:: FILTER TYPE ii: I- ::t: a.. w 0 REMARKS 

LARGE CAPACITY FAN COIL 
FCU-F-1 UNIT CORRIDOR F135 30,400 3,800 34,200 1,160 90 550 6 75.0 63.0 44.0 54.0 6.8 10 2" THROWAWAY 30% 2 460 3 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

CENTRAL STATION AIR PROVIDE UNIT ASSEMBLY ON BASE RAIL SUITABLE FOR HANG MOUNTING WITH SPRING ISOLATORS, STAINLESS 
AHU-F-2 HANDLING UNIT COMMIELEC F103 109,900 121,100 231,100 2,800 2,800 550 6 86.7 76.8 44.0 54.0 46.2 10 2" THROWAWAY 30%+85% 3 3 460 3 N STEEL CONDENSATE DRAIN PAN, STARTER & DISCONNECT, PREMIUM EFFICIENCY MOTOR. 

CENTRAL STATION AIR PROVIDE UNIT ASSEMBLY ON BASE RAIL SUITABLE FOR HANG MOUNTING WITH SPRING ISOLATORS, STAINLESS STEEL 
AHU-F-3 HANDLING UNIT COMM/ELEC F103 109,900 121,200 231,100 2,800 2,800 550 6 86.7 76.8 44.0 54.0 46.2 10 2" THROWAWAY 30%+85% 3 3 460 3 N CONDENSATE DRAIN PAN, STARTER & DISCONNECT, PREMIUM EFFICIENCY MOTOR. 

HORIZONTAL CABINET FAN 
FCU-F-4 COIL UNIT MISSILE REPAIR F107 11,800 13,000 24,800 300 300 550 8 86.7 76.8 44.0 54.0 5.0 10 2" THROWAWAY 30% 5 460 3 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

HORIZONTAL CABINET FAN . 
FCU-F-5 COIL UNIT MACHINE SHOP F122 11,800 2,300 14,100 470 40 550 4 77.6 63.1 44.0 54.0 2.8 10 2" THROWAWAY 30% 1.23 1237 112 115 1 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH . 

HORIZONTAL CABINET FAN 
FCU-F-6 COIL UNIT FACILITY MAINT. F111 8,400 2,300 10,700 365 40 550 6 75.0 61.9 44.0 54.0 2.1 10 2" THROWAWAY 30% 1.24 1287 112 115 1 N PROVIDE SPRING ISOLA TORS, STARTER & DISCONNECT SWITCH 

LARGE CAPACITY FAN COIL 
FCU-F-8 UNIT CORRIDOR F136 33,100 26,900 93,000 2,330 325 550 4 75.7 63.6 44.0 54.0 18.6 10 2"THROWAWAY 30% 1 460 3 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

HORIZONTAL CABINET FAN 
FCU-F-9 COIL UNIT MACHINE SHOP F122 13,500 4,600 18,100 495 40 550 6 74.9 60.7 44.0 54.0 3.6 10 2" THROWAWAY 30% 118 115 1 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

HORIZONTAL CABINET FAN 
FCU-F-10 COIL UNIT STORAGE F107 BLDG 663 12,000 0 12,000 555 0 550 4 76.9 65.2 44.0 54.00 2.2 10 2" THROWAWAY 30% 1/2 115 1 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

CENTRAL STATION AIR 
AHU-F-11 HANDLING UNIT STORAGE F107 BLDG 663 34,800 11,100 45,900 1,515 230 550 6 74.9 60.7 44.0 49.96 10.0 10 2" THROWAWAY 30%+85% 3 3 1.5 460 3 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

CENTRAL STATION AIR 
AHU-F-12 HANDLING UNIT LOFT F204 BLDG 663 31,600 7,300 44,000 1,380 155 550 6 86.7 76.8 44.0 54.00 20.0 10 2" THROWAWAY 30%+85% 3 3 1 460 3 N PROVIDE SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 
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Cl) MAGNETIC STARTER WITH DISCONNECT (OVERCURRENT/OVERLOAD), CONTROL VOLTAGE TRANSFORMER. 
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::::, ::::, 35 :E 0 0 0 :I! a.. REMARKS DEHUMIDIFIER SCHEDULE UNIT NO UNIT TYPE u, ca U) 0 :::E < :::E 8: Cl) FILTER TYPE i:i: I- > a.. w 0 

CONTROL ROOM, E121, PROVIDE SPRING ISOLATORS, STARTER & UNIT NO LOCATION 
AIR FLOW EXT. SP INLET AIR MOIST. REMOVAL ELECTRICAL EMERG. POWER OP. WT. 

FCU-F-13 DUCTED FAN COIL UNIT CSMS WRKBAY BLDG 9,600 2,400 12,000 300 20 0.12 0.77 15 36 2" THROWAWAY 30% 0.4 208 1 N 60 DISCONNECT SWITCH (CFM) (IN WC) TEMP ('F) (LB/HR) VOLTS PH MOTOR HP y N (LB) 
' 

(�$ j BREAKROOM, E111, CSMS PROVIDE SPRING ISOLATORS, STARTER & VAULT F109 540 0.3 82 6.0 208 1 1/4 140 
FCU-F-14 DUCTED FAN COIL UNIT WRKBAYBLDG 18,000 6,000 24,000 635 125 0.17 1.09 15 39 2" THROWAWAY 30% 0.4 208 1 N 86 DISCONNECT SWITCH 

DEHUMIDIFlER REMOTE CONDENSER SCHEDULE 
PROVIDE SPRING ISOLATORS, STARTER & �BAIR REFRIG. SAT. SUCTION ELECTRICAL EMERG. POWER OP. WT. 

AUTO SUPR, E112, CSMS DISCONNECT SWITCH, LOW LEAKAGE SENSIBLE 
UNIT NO LOCATION rJN> (MlfflJH) iTEMP ('F lYPE TEMP ('F) VOLTS PH COMPRESSOR y N (LB) 

FCU-F-15 DUCTED FAN COIL UNIT WRKBAY BLDG 8,500 3,500 12,000 300 25 0.12 0.77 15 36 2" THROWAWAY 30% 0.4 208 1 N 60 OUTSIDE AIR DAMPER 
RLA LRA FLA

COMM ROOM, E116, CSMS PROVIDE SPRING ISOLATORS, STARTER & 

<��J ��121 j FCU-F-16 DUCTED FAN COIL UNIT WRKBAYBLDG 8,500 3,500 12,000 300 20 0.12 0.77 15 36 2" THROWAWAY 30% 0.4 208 1 N 60 DISCONNECT SWITCH 9.4 95 R-22 45.0 208 1 6.7 45 13 140 

FUEL IGNITION, E114, PROVIDE SPRING ISOLATORS, STARTER & 
FCU-F-17 DUCTED FAN COIL UNIT CSMS WRKBAY BLDG 14,400 3,600 18,000 494 125 0.15 0.97 15 39 2" THROWAWAY 30% 0.4 208 1 N 75 DISCONNECT SWITCH 

INJECTOR TEST, E109, PROVIDE SPRING ISOLATORS, STARTER & SUB�ITT .i.L: 1 OOo/o DESIGN SUBMITTAL 
FCU-F-18 DUCTED FAN COIL UNIT CSMS WRKBAY BLDG 24,000 6,000 30,000 741 165 0.21 1.34 15 42 2" THROWAWAY 30% 0.4 208 1 N 86 DISCONNECT SWITCH 

. Revision Schedule 
Rev# Descriotion Date AMroved: 

TRANS/POWER PACK, EXPLOSION PROOF MOTOR (TRANS ROOM),PROV1DE 
FCU-F-19 DUCTED FAN COIL UNIT E124,CSMS WRKBAY BLDG 38,400 9,600 48,000 1,200 280 0.39 2.49 15 47 2" THROWAWAY 30% 0.4 208 1 N 115 SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

ENGINE DYNO, E122,CSMS 
14,400 3,600 FCU-F-20 DUCTED FAN COIL UNIT WRKBAYBLDG 18,000 494 120 0.15 0.97 15 39 2" THROWAWAY 30% 0.4 

EXPLOSION PROOF MOTOR (DYNO ROOM),PROVIDE 
20B 1 N 75 SPRING ISOLATORS, STARTER & DISCONNECT SWITCH 

POP VALUE TEST ROOM, E119, PROVIDE SPRING ISOLATORS, STARTER & DEPARTMENTS OF THE ARMY AND A IR FORCE 
FCU-F-21 DUCTED FAN COIL UNIT CSMS WRKBAY BLDG 8,500 3,500 12,000 300 75 0.12 0.77 15 36 2" THROWAWAY 30% 0.4 208 1 N 60 DISCONNECT SWITCH �� H.� 
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� � 
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PROVIDE SPRING ISOLATORS, STARTER & � LJCENSED '� COMBINED SUPPORT MAINTENANCE FACILITY #1 -
� PROF�:='-J 

-
COMM ROOM, BLDG 117 9,600 2,400 12,000 15 36 2" THROWAWAY 30% 208 y 60 DISCONNECT SWITCH ADDITIONS & ALTERATIONS TO BUILDING 117, PHASE 2 

..... 
FCU-F-7 DUCTED FAN COIL UNIT 300 0 0.12 0.77 0.2 1 <X 

ii No. 3404-M It 
C 

KALAELOA (FORMER BARERS POINT NAS), HAWAII ., 

-s:,, c,'!: PROVIDE SPRING ISOLATORS, STARTER & C 

FCU-F-22 DUCTED FAN COIL UNIT COMM ROOM, BLDG 663 9,600 2,400 12,000 300 0 0.12 0.77 15 36 2" THROWAWAY 30% 0.2 208 1 y 60 DISCONNECT SWITCH �,, \). u • 
MECHAN!r.Al, EOU!PMENT SCHEDULE 

COMM ROOM, CSMS PROVIDE SPRING ISOLATORS, STARTER & THIS WORK WAS PREPARED BY u 
ME OR UNDER MY SUPERVISION. R. MATSUNAGA AND ASSOC., ARCH. INC. PROJECf NO. DRAW!f\G NO. 

FCU-F-16 DUCTED FAN COIL UNIT WRKBAYBLDG 9,600 2,400 12,000 300 0 0.12 0.77 15 36 2" THROWAWAY 30% 0.2 208 1 y 60 DISCONNECT SWITCH LICENSE EXPIRES 4-30-12 M4.01 
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